februar 2009 RS1 Tilslutning BNETLONA
I/O-Liste

IP1 Analog PIR/ Temp. forskydning +3°C (se note herfor under FAQ)
IP2 Analog LUX

IP3 Analog Temp (PT1000)

IP4 Analog Fugtsensor

IP5 Analog CO, Sensor

IP6 Analog Brand (1kQ2) NO eller NC se beskrivelse herfor under FAQ
IP7 Digital Vindueskontakt

IP8 Analog Multitast

OP1 Analog Lys zonel

OP2 Analog Lys zone2

OP3 Anl/dig Ventilation  (0-10V/puls)

OP4 Anl/dig Kol (0-10V/puls)

OP5 Anl/dig Varme (0-10V/puls)

OP6 Anl/dig Switch for netvaerk

OP7 Digital Kol

OP8 Digital Brand

RE11 Digital Lys zone 1

RE12 Digital Lys zone 2

RE13 Digital Lys zone 3

RE14 Digital Stikkontakt

RE15 Digital Lys zone 1

RE16 Digital Lys zone 2

RE17 Digital Gardin op

RE18 Digital Gardin ned
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Monteringsvejledning controller
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BNETLONS © s==  LON Controller

Configurable LON IO Module

Type MB3H8ad0O4ad4d
Supply Voltage 24V DC
Transcelver FTT-.10
Neuron 3150 10Mhz
Memory 84K FLASH
Input: 8 Analog/Digital
Output 4 Analog/Digital +4 Digital

Lon bus FTT-10
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Monteringsvejledning relaeboks
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ENETLON 4 Relay Box

Type R8-230VAC 10A-NO
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Rele Persinne op
Rele Persinne ned
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